Fire Inspector I

Water-Based Fire-Suppression Systems


Learning Activity 9-I-1

Inspect Sprinkler Systems
Name 
 Date 


References

Fire Inspection and Code Enforcement, 7th Edition, pp. 376-393
NFPA® 1031, 4.3.5 

Introduction

Water-based fire-suppression systems must be inspected and tested regularly to ensure that they will operate properly when needed. The frequency of inspections and tests are listed in NFPA® 25. Although it is the responsibility of the owner/operator to have the inspections and tests performed and maintain accurate records, it is the inspector’s responsibility to review the records and sometimes witness the inspections and tests. 

Directions

Study the pictures shown below.  On the lines below the pictures, list any deficiencies. If there are no deficiencies shown, simply write “none.”
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